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CODES AND STANDARDS COMMITTEE 

2012 CODE CHANGE CYCLE – BOOK 3 

March 25, 2013 

 

SUMMARY OF CSC ACTIONS 
AS – Approve as Submitted 

AM – Approve as Modified 

D – Disapprove 

W – Withdrawn by Proponent 

CO - Carry over to May 20, 2013 Meeting 

CO - 2
nd

 half of 2012 Code Change Cycle 

 

 

TAB 1  
 

Consensus code changes  

Proposal Number Description of Proposal Action Taken 

VCC 108.2(2) Permit exemption for accessory structures AS 

VCC 108.2(10) Permit exemption for well pumps AS 

VCC 112.2 Damage caused by faulty materials AS 

VCC 116.2 Contents of certificate of occupancy for universal 

design 

AS 

VCC 310.6 (R320.2) Voluntary standards for universal design AS 

VCC 427 Short term holding areas CO – 2
nd

 part of cycle 

VCC 408.9 Windowless buildings AS 

VCC 508.2.3 Accessory occupancies AS 

VCC 703.7 Fire-resistance assembly marking AS 

VCC 716.5.3.1 Smoke and draft control correlation AS 

VCC 806.1.2 Suspended decorative material AS 

VCC 903.2.1.3 Terminology for churches AS 

VCC 903.2.7 Group M upholstered furniture D 

VCC 908.7 Carbon monoxide detectors (deleting state 

amendments) 

AS 

VCC 1001.4 IBC requirements for fire safety plan AS 

VCC 1015.1 Group R-2, single means of egress and sprinkler 

exceptions 

AS 

VCC T1106.1 Accessible parking spaces (Proponent: Ken Fredgren) D 

VCC T1106.1 Accessible parking spaces (Proponent: John Catlett) AM 

VCC 1106.3 Accessible parking spaces for outpatient clinics CO – May 20
th
 (if received 

in time) or 2
nd

 part of cycle 

VCC IECC C402.4.5.2 Damper exception for grease ducts for Type I hoods AS 

VCC IECC C402.4.8 Recessed luminaires in thermal envelope AS 

VCC IECC C405.1 Terminology (luminaire vs. light fixture) AS 

VCC IECC C405.6 Exterior lighting AS 

VCC IECC R403.1.1 Programmable thermostat AS 

VCC 1403.5 NFPA 285 test for combustible water resistive 

barriers 

CO – 2
nd

 part of cycle 

VCC 2308.2 Concrete floor live load AS 

VCC 2308.3.2.2 Blocking of rafters (consensus for disapproval) D 

VCC 2603.5.5 Sprinkler exception for exterior wall assembly test CO – 2
nd

 part of cycle 

VCC NEC 700.12(F) Power supply for emergency lighting AS 

VCC 2801.1 (908.5) Evaporative cooler water AS 
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Proposal Number Description of Proposal Action Taken 

VCC 2901.1 (T403.1) Outdoor swimming pools AS 

VCC 2901.1 (403.1.3) Marinas AS 

VCC 2901.1 (403.3.2) Toilet facilities on cemetery property AS 

VCC 2901.1 (405.3.2) Group E lavatory adjacent to room with water closet AS 

VCC 3003.3 Fire service elevator keys AS 

VCC 3006.4 Elevator control rooms and spaces CO – May 20
th
 (if received 

in time) or 2
nd

 part of cycle 

VCC 3109 Definition – International Swimming Pool and Spa 

Code 

AS 

VMC 104.5.3 Approved inspection agencies AM 

VADR § 75 Amusement devices on state-owned property AS 

 

Consensus code changes March 12, 2013  

Proposal Number Description of Proposal Action Taken 

VCC 101.6 and VRC 101.6 Order of precedence AS 

VCC 102.3 Shipping containers AS 

VCC 103.4 Additions AS 

VCC 108.1 Restriping accessible parking spaces CO – May 20
th
 (if received 

in time) or 2
nd

 part of cycle 

VCC 113.6 Electronic notice of inspection AS 

VCC 113.8 Energizing electrical service for final inspection AS 

VCC IRC R202 Definition of habitable attic CO – 2
nd

 part of cycle 

VCC IRC R311.2.1 Accessible interior doors CO – May 20
th
 (if received 

in time) or 2
nd

 part of cycle 

VCC IRC R502.5 Porch headers AS 

VCC IRC R507 Decks (Proponent: Chuck Bajnai) CO – 2
nd

 part of cycle 

VCC IRC R507.2.3 Decks (Proponent: John S. Trenary) CO – 2
nd

 part of cycle 

VCC IRC R507.2.3 Decks (Proponent: Bryan Deem) CO – 2
nd

 part of cycle 

VCC IRC R602.3.1 Tall walls CO – 2
nd

 part of cycle 

VCC IRC R602.7.4 King studs AM 

VCC IECC R402.4.1.1  (Table) Header Insulation AS 

VCC IECC R402.4.1.1  (Table) Shower/Tub Air Barrier AS 

VCC IECC R402.4.1.1  (Table) Header Integrity AS 

VCC IRC G2411.1 CSST Arc-Resistant jacket CO – 2
nd

 part of cycle 

VADR §20 Definition of amusement device AS 

VADR §30 Devices covered and not covered AM 

VADR §20 Small Mechanical Rides and Inflatables AS 

VADR §75 Fees AS 

VCS- DHCD/BCAAC Proposed revisions AS 

Code Academy Standards DHCD/BCAAC proposed revisions AS 

 

Consensus code changes Supplemental Package 

Proposal Number Description of Proposal Action Taken 

VCC 308.3 Assisted Living Facilities (from sub-workgroup) AS 

VCC IMC 505.1 Kitchen Exhaust Hoods (from sub-workgroup) AS 
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TAB 2  
 

Non-Consensus code  

Proposal Number Description of Proposal Action Taken 

VCC 110.4 Preliminary meeting - fire apparatus roads D 

VCC 905.2 Manual wet standpipe systems D 

VCC 915 In-building emergency communication systems D 

VCC 1007.1 Accessible means of egress in existing buildings W 

VCC 1022.5 Structural penetrations into stair enclosures D 

VCC 1101 Use of ADAAG standard D 

VCC IECC C402.1.1 Use of ASHRAE 90.1 in IECC D 

VCC IECC R202 Insulating unheated or cooled adjacent spaces D 

VCC IECC R404.1 Number of high-efficiency lamps AS 

VCC 1403.2 Reference to IECC for exterior wall requirements CO – 2
nd

 part of cycle 

VCC NEC 334.10 Use of Type NM cable CO – 2
nd

 part of cycle 

VCC T2902.1 Portable toilets for outdoor events CO – 2
nd

 part of cycle 

VCC 3006.7 Deletion of collapsible guard design D 

VCC 3412.2.2 Partial change of occupancy CO – 2
nd

 part of cycle 

VCC Chapter 35 Use of 2010 ASME A17.1 elevator standard AS 

VMC 606.1 Semi-annual elevator inspections D 
 

Non-Consensus code changes March, 2013  

Proposal Number Description of Proposal Action Taken 

VCC 102.3 Automotive lifts (Proponent: Lynn Underwood) D 

VCC 102.3 Automotive lifts (Proponent: Lynn Underwood) D 

VCC 102.3 Automotive lifts (Proponent: DHCD Staff) AS 

VCC 103.10 Alterations and scope, energy conservation CO – 2
nd

 part of cycle 

VCC 108.2 Deck permit exemption D 

VCC IRC R302.5.1 Garage door AS 

VCC IRC R806 Roof ventilation CO – 2
nd

 part of cycle 

VCC IRC R807 Attic access AM 

VCC IRC R905.2.8.5 Drip edge AS 

VCC IECC TR402.1.1 Wall Insulation Values (moved from consensus) D 

VCC IRC N1102.1.1  (Table) Wall insulation (Proponent: Mike Toalson, 

Randy Melvin) 

AS 

VCC IECC R402.1.1 (Table) Wall insulation (Proponent: Stephen Turchen) D 

VCC IRC N1102.1.3  (Table) Ceiling insulation AS 

VCC IRC N1102.4 Whole house testing AS 

VCC IECC R402.2.13 Mechanical rooms CO – 2
nd

 part of cycle 

VCC IECC R402.4.1.1  (Table) Air barriers AS 

VCC IECC R403.2.2 Duct testing AS 

VCC IRC IECC R403.4.2 Hot water pipe insulation AS 

VCC IECC R403.6 and 

M1401.3 

Equipment sizing (2 proposals) CO - May 20th 

VCC IECC R405.5.2(1)  (Table) Window glazing AS 

VCC IRC M1501.2 Transfer air CO – 2
nd

 part of cycle 

VCC IRC M1503.4 Makeup air CO – 2
nd

 part of cycle 

VADR/VCC 102.3 Generators D 
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Non-consensus code changes: Supplemental Package 

Proposal Number Description of Proposal Action Taken 

VCC IRC E3802.4 Wiring in crawlspace (two proposals) D 

VCC IRC E3902.11 Arc-fault circuits (two proposals) D 

 

TAB 3 – Consensus code changes approved by the Joint BHCD/FSB SFPC Committee at their 

December 20, 2012 meeting 

 

Committee approved all Tab 3 proposals AS in a block vote. 

 


